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NOTES THIS SHEET

® INSTALL MONO-POINT ON CEILING. ON BALCONY CONCEAL CONDUIT IN CEILING.
" TYPICAL FOR TYPE "C" FIXTYRES. ‘ : P o
@) FEED POLE MOUNTED TYPE "B" FIXTURES AT EACH FLOOR LEVEL. STACK TYPE el formmg 1 “ ts
"B" QUTLETS VERTICALLY IN EACH COLUMN AND FEED FROM PANEL K AT 12 LOCA- » _
“TIONS. SEPARATE CIRCUIT FOR 12 CTS. ON EACH FLOQOR j//—\\)
(3) LOW VOLTAGE RELAY CABINETAND TPC. MASTER STA HC)WEIA"SE? ““““““““““““““““““““““ T ~LJ Q/
(@) CONTROL TOILET LTS. WITH 2 POLE SWITCH AND PILOT| LIGHT UP 5/ TED , S ;
IN JANITOR'S CLOSET. ' |
(5) REFER TO EXTERIORELEVATIONS FOR TYPE "AA" LOCATIION [ON-BUTLDING EXTERIOR. The City of Portland
A @ NOT USED. | Hosorable Mildred A. Sch bl
- : I onora . Schwa
(Z) STACK THESE FIXTURES ON COLUMNS. CONTROL FROM PANEL f-——— ! . Commissioner in Charge
STACK EMERGENCY LIGHTS TYPE "A* ON COLUMN. T » | | | | S 1 | g:::"""l:‘ Ragen
(@ INSTALL TYPE "V FIXTURES ON FRONT OF BALCONY. [EE X&CHITEFTURAL [lmwms. / " " Lo | Performing Arts Center Committee
, HERRE _—l .
/D (9 STACK EMERGENCY LIGHTS. ) i | | (9
| | R ~ - — : ey N
" WKE FLEXIBLE “SO" CABLE CONNECTION FROM BOX IN WAUL; |SEE ARCHITECTURAL A
- DETAIL. | , '
i RS
’INSIALL DUCT TO CONDUIT FITTING ON DUCT ELL. TURNED UP IN SLOT ON WALL. .
@ RUN EXPOSED CONDUIT UP BENIND WALL BEHIND LATTICE WORK TO J-BOX ON CEILING " MouNT J.8. \ | | Architects
. LE'EL 118. . FROM J-80X RUN CONDUIT TO SHD. , ON CEILING I ! ' : Broome, Oringdulph, O’Toole Rudolf & Associates pc
b SR ' ' - ' : : . ELS Design Group .
@ £ THE ENERGENCY LIGHTS MITHIN THE SHQUCASE THEATRE PERFORMANCE AREA | | | 1 | Barton Myers
-TO MANEL "3E" THROUGH THE SHOMCASE MOUSE LIGHTING D[MMER IN ROOM 409. = . _ ‘ LI ' g - | bt Add
C T e ; rojec ress
@ INSTALL UNDERFLOOR DUCT (WALKER NO. 4) WITH SINGLE DUGT JUNCTION BOXES | V ' ‘ \ . A ; 733 N.W. 20th Avenue
(MALKER NO. T45) WITH COMDUIT CORNER ADAPTERS (WALKER|NO. 255) FOR CONDUIT Ei“ 1: B e ¢ ; Portland, Oregon 97209
KXTENSIN T0 *0" FIXTURES AND PLC CONNECTOR STRIRS. T ' X 1 (503) 226-157S
{ ! ! R .
@ coucm,cuwn rll SLAB AND FURRED SPACES; TYPICAL. ‘ , - | X \ ) 3 A i A Cousaltants
- . . ) . N /¥ 1 | : . .
@ ROWTE THE EMERGENCY |IGHTS WITHIN THE INTERMEDIATE THEATRE PERFORMANCE E) — | — T W — | @ Theatre Projects Inc.
AREA TO PANEL 3E " THE INTERMEDIATE HOUSE LIGHTNG DIMMER IN ROOM = TYPE 'Ss' FIXTUREY ARE ' \ IESEE ARCHITECTURAL DRAWING 4. | . Theatre Consultants
606 A . : ‘ TOo BE MOUNTED|TO A FOR MORE :DETAIL THIS: AREA. : ' : R. Lawrence Kirkegaard & Associates
D -DOWN TO WIREWAY ON LEVEL 79, ROOM 40. il FLY FLOOR HANGERS e 1J' T i'F TR | A Lawrena
. | | PE O FIXTUR MolNTED | : :
(® VERIFY MOUNTING OF SWITCH AND "S1" FIXTURE WITH CABINETRY WORK. | o ON Level BeLow. (T;,C,\L) L) :|V+i< N | (s::uzcl:n :::l:i agincers
) . . - . I’—'LJ — - ) I .| ' [ ! ’ .
A@ NOT USED ' | - | ~ ‘ MOUNT 1.8.— g 1IN ; | - C.W. Timmer Associates
ON CElLiING =1 ' : c Mechanical Engineers
' | e . I | Interface Engineering Inc.
@ FLUSH FLOOR OQUTLET (HUBBELL #F-3186) AND 15W AISLE|LIGHT CONNECTION. Electrical Engineers
ROUGH-IN ONLY TO ARCH. APPROVED SEATING LAYQUT. AND |AISLE LIGHT SEAT ' i ~ —k .
SHQP DRAWINGS. COORDINATE EXACT LOCATIONS AND VER]FY|ELECTRICAL _ ’ ) Za L1 NI-1O Vs GU.V-NNL- 1O C *
CHARACTERISTICS WITH SEATING INSTALLER PRIOR TO ROYGH+IN. TYPICAL FOR N N ) : : - :
AISLE LT. SEATS, , . | | | , x , |
@ EXTEND LOW VOLTAGE CONDUCTORS TO L.\. CONTROL RELA\W . " = _ — ' @
. | | | : ’ __! FANBL F‘: 4 ; / | — CONSTRUCTION JoINT
| ' ) : . 2 “ECTION) | - p—— . ; e i ——— e |
—LUOWCAGE HOUGE = 5 INTERFACE ENGINEERING INC.
DIMMER- PANE L \_ Consutting Engi )
(SHD) 0542 SE Loke Ruse. Mimanta, Oragen $7308
= 190210006304
ous-pisTrRioUTIoN -2 | | FENEL 2 CONTACT: KEN MENLIG
B0 —25 ~ ' OR JOAN EDDY
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J—_h—Fﬁ‘g . ST _ I_L_ E— ] Eam— k AN Addendum #1 10/29/84
{ =40 3| I | A Addendum #2 11/06/84
6 ol A\ !‘_" I el R A Addendum #4 11/13/84
7l \ 3.1 L L.} 'L_i & Addendum #5 11721784
NZ 0 FAN Proposal Request n . 03/01/85
= bin) o —— T ‘ | ¥'M=27.29, . . N Proposal Request #2 03/01/85
q. VP ol . sTaI ¥20 IHP- 8. 14, D Proposal Request #3 03/01/85
14, ’ ' : : ' ‘ ' | Vi Proposal Request #4
: Pl Proposal Request # . 03/01/85
| : . Proposal Request #6
, _ - : l ‘ L Proposal Request #7 ) 03/01/85
to A _Proposal Request #8 03/01/85
! - ' : { . AR Proposal Request #9 - 03/01/85
9 — W . — ‘ A Proposal Request #10 03/01/85
— - ' *-?/ GENERAL WOTES : 1%1 Proposal Request #11  ~  03/01/85
;l. A1l electrical duits shall be placed at mid ;lab depth ::::::: 2:(':2:: :ii - g:;gxzz
: and wid wall ckness where conduits are requiied k6 be ' , ques
! placed in such ts. : : Proposal Request #14
| . ~ . Clarification Items 03/01/85
2. A1} conduits 1n|stabs shall be placed a finimm of [1'-0% A\ T MarlaNE TEMY 0%l (g%
5 away from neareqt colummn, pilastor, or pler face or| face ,
| of parallel concrpte beam. . ’ -
: - : ‘
, 3. Conduits in siglis shall be placed on of bottom slad
11 - - reinforcement or to passing perpmd ular through a
: — ‘concrete beam. 5-—!!
T
4. Electrical boxes| recessed in ‘walls or comduits vertically
f lTocated in walls smn be placed 2'-0" mini {except -where
larger distancu] lare 1indicated) away f (3'-0" Sh. or: -
larger) openingﬁ or-wall ends. :
| 12 .

or pilastors wit

5, No electrical b.t;;‘es shall be ucessed in

. Engineer. ; |
‘ » ‘ l
‘ 13 . ) = 6. Review Theater [dojects consultants 10 series drawings for
~ — additional 1inf tion concerning work re
16.

17 Verify exact lodqtion of fixtures with Archﬂtecturﬂ Reflected
Ceiling Plans-prior to installation. )

8. Coordinate routling of exposed conduits fqr sound systems,
and lighting d power circuits with Architect pripr to

installation.
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