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1 East Entry Hall A T12_4ft 4', 4 lamp T12 4', 8-lamp T12 fixtures 154 40 T8_HP_RW
8' tandem, 4 lamp 4' HP T8 
(28W, BF≤0.85) Fixture #1 83 20

2 Concession T12_4ft 4', 4 lamp T12 4', 8-lamp T12 fixtures 154 24 T8_HP_RW
8' tandem, 4 lamp 4' HP T8 
(28W, BF≤0.85) Fixture #1 83 12

3 Concession storage INCAN Incandescent 60 8 CFL_detail
Compact Fluorescent with 
screw base 13 8

4 Hall A T12_8ft 8', 2 lamp T12 HO Strip Fixtures 110 watt lamps 257 185 T8_HP_RW
8' tandem, 4 lamp 4' HP T8 
(28W, BF≤0.85) Fixture #4 83 185

5
Hall A & B Transition 
Area T12_8ft 8', 4 lamp T12 HO 110 watt lamps 514 19 OTHERS Other Fixture #5 128 19

6 Hall B T12_8ft 8', 2 lamp T12 HO Strip Fixtures 110 watt lamps 257 176 T8_HP_RW
8' tandem, 4 lamp 4' HP T8 
(28W, BF≤0.85) Fixture #4 83 176

7
West Storage Perimeter 
Lights T12_8ft 8', 2 lamp T12 HO Vaportights 110 watt lamps 257 38 T8_HP_RW

8' tandem, 2 lamp 4' HP T8 
(28W, 0.85<BF≤1.0) Fixture #6 49 38

8 West End T12_8ft 8', 4 lamp T12 HO Strip Fixtures 110 watt lamps 514 28 T8_HP_RW
8' tandem, 4 lamp 4' HP T8 
(28W, BF≤0.85) Fixture #4 83 28

9 Dairy Barn T12_8ft 8', 4 lamp T12 264 3 T8_HP_RW
8' tandem, 4 lamp 4' HP T8 
(28W, BF≤0.85) Fixture #4 83 3

10 Dairy Barn T12_8ft 8', 2 lamp T12 HO 110 watt lamps 257 5 T8_HP_RW
8' tandem, 4 lamp 4' HP T8 
(28W, BF≤0.85) Fixture #1 83 5

11 A101 meeting room T12_4ft 4', 4 lamp T12 154 6 T8_HP_RW_Ref
4', 2 lamp HP T8 (28W, 
BF≤0.85) w/reflector Fixture #3 43 6

12 East entry-inside INCAN Incandescent BR65 65 7 CFL_detail
Compact Fluorescent with 
screw base 13 7

13 East entry-exterior INCAN Incandescent 60 22 CFL_detail
Compact Fluorescent with 
screw base 13 22

14 Jim's office T12_4ft 4', 4 lamp T12 154 6 T8_HP_RW_Ref
4', 2 lamp HP T8 (28W, 
BF≤0.85) w/reflector Fixture #3 43 6

15 Open office area T12_4ft 4', 4 lamp T12 154 8 T8_HP_RW_Ref
4', 2 lamp HP T8 (28W, 
BF≤0.85) w/reflector Fixture #3 43 8

16 Open office area T12_4ft 4', 2 lamp T12 wraps 77 6 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 6

17 Sign room T12_4ft 4', 2 lamp T12 77 1 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #3 43 1

18 Sign room T12_8ft 8', 4 lamp T12 264 1 T8_HP_RW
8' tandem, 4 lamp 4' HP T8 
(28W, BF≤0.85) Fixture #1 83 1

19 Sign room T12_8ft 8', 4 lamp T12 HO 110 watt lamps 514 1 T8_HP_RW
8' tandem, 4 lamp 4' HP T8 
(28W, BF≤0.85) Fixture #1 83 1

20 Box office A T12_4ft 4', 2 lamp T12 77 10 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #3 43 10

21 Lounge INCAN Incandescent 60 12 CFL_detail
Compact Fluorescent with 
screw base 13 12

22 Parking offices-storage T12_4ft 4', 2 lamp T12 77 1 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 1

23 Parking offices-storage INCAN Incandescent 200 1 CFL_detail
Compact Fluorescent with 
screw base 23 1

24 parking offices-restroom INCAN Incandescent 60 1 CFL_detail
Compact Fluorescent with 
screw base 23 1
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25
parking offices-small 
room T12_4ft 4', 4 lamp T12 154 1 T8_HP_RW

4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 1

26 parking offices-Big room T12_4ft 4', 4 lamp T12 154 4 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 4

27 parking offices-Big room T12_4ft 4', 2 lamp T12 77 2 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 2

28 parking offices-2nd office T12_4ft 4', 4 lamp T12 154 2 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 2

29 parking offices-hall T12_4ft 4', 2 lamp T12 77 3 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 3

30 Ticket room T12_4ft 4', 4 lamp T12 154 2 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 2

31 Blueprint room T12_4ft 4', 4 lamp T12 154 1 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 1

32 Stairs T8_4ft 4', 4 lamp T8 112 1 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 1

33 Maintenance shop T12_4ft 4', 4 lamp T12 154 5 T8_HP_RW
4', 4 lamp HP T8 (28W, 
BF≤0.85) Fixture #1 83 5

34 Tool room T12_4ft 4', 2 lamp T12 77 4 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #3 43 4

35 Breakroom T12_4ft 4', 2 lamp T12 77 2 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #3 43 2

36 Breakroom T12_8ft 8', 2 lamp T12 HO 110 watt lamps 257 1 T8_HP_RW
4', 4 lamp HP T8 (28W, 
BF≤0.85) Fixture #2 83 1

37 Washroom T12_8ft 8', 2 lamp T12 HO 110 watt lamps 257 1 T8_HP_RW
4', 4 lamp HP T8 (28W, 
BF≤0.85) Fixture #2 83 1

38 Employee restroom T12_4ft 4', 4 lamp T12 154 1 T8_HP_RW_Ref
4', 2 lamp HP T8 (28W, 
BF≤0.85) w/reflector Fixture #7 43 1

39 Old phone room INCAN Incandescent 60 7 CFL_detail
Compact Fluorescent with 
screw base 13 7

40 Show office T12_4ft 4', 4 lamp T12 154 3 T8_HP_RW_Ref
4', 2 lamp HP T8 (28W, 
BF≤0.85) w/reflector Fixture #3 43 3

41 Show office-small T12_4ft 4', 4 lamp T12 154 1 T8_HP_RW_Ref
4', 2 lamp HP T8 (28W, 
BF≤0.85) w/reflector Fixture #3 43 1

42 First Aid room T8_4ft 4', 2 lamp T8 58 1 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #3 43 1

43 Marine Drive Entry INCAN Incandescent BR65 65 34 CFL_detail
Compact Fluorescent with 
screw base 20 34

44 RR Womans AB Hall T8_4ft 4', 3 lamp T8 86 12 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 12

45 RR Mens AB Hall T8_4ft 4', 3 lamp T8 86 11 T8_HP_RW
4', 2 lamp HP T8 (28W, 
BF≤0.85) Fixture #7 43 11
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1 East Entry Hall A 8' tandem, 4 lamp 4' HP T8 (28W, BF≤0.85) 20 83 Custom control system 1

2 Concession 8' tandem, 4 lamp 4' HP T8 (28W, BF≤0.85) 12 83

3 Concession storage Compact Fluorescent with screw base 8 13

4 Hall A 8' tandem, 4 lamp 4' HP T8 (28W, BF≤0.85) 185 83 Custom control system 1
5 Hall A & B Transition Area Other 19 128 Custom control system 1

6 Hall B 8' tandem, 4 lamp 4' HP T8 (28W, BF≤0.85) 176 83 Custom control system 1

7
West Storage Perimeter 
Lights

8' tandem, 2 lamp 4' HP T8 (28W, 
0.85<BF≤1.0) 38 49 Custom control system 1

8 West End 8' tandem, 4 lamp 4' HP T8 (28W, BF≤0.85) 28 83 Custom control system 1

9 Dairy Barn 8' tandem, 4 lamp 4' HP T8 (28W, BF≤0.85) 3 83 Custom control system 1

10 Dairy Barn 8' tandem, 4 lamp 4' HP T8 (28W, BF≤0.85) 5 83 Custom control system 1

11 A101 meeting room 4', 2 lamp HP T8 (28W, BF≤0.85) w/reflector 6 43
12 East entry-inside Compact Fluorescent with screw base 7 13

13 East entry-exterior Compact Fluorescent with screw base 22 13

14 Jim's office 4', 2 lamp HP T8 (28W, BF≤0.85) w/reflector 6 43 Switch OCC Sensor 1

15 Open office area 4', 2 lamp HP T8 (28W, BF≤0.85) w/reflector 8 43
16 Open office area 8' tandem, 4 lamp 4' HP T8 (28W, BF≥1.0) 6 126
17 Sign room 4', 2 lamp HP T8 (28W, BF≤0.85) 1 43 Switch OCC Sensor 1
18 Sign room 8' tandem, 4 lamp 4' HP T8 (28W, BF≤0.85) 1 83 Fixture controlled by other sensor 1
19 Sign room 8' tandem, 4 lamp 4' HP T8 (28W, BF≤0.85) 1 83 Fixture controlled by other sensor 1
20 Box office A 4', 2 lamp HP T8 (28W, BF≤0.85) 10 43
21 Lounge Compact Fluorescent with screw base 12 13
22 Parking offices-storage 4', 2 lamp HP T8 (28W, BF≤0.85) 1 43 Switch OCC Sensor 1
23 Parking offices-storage Compact Fluorescent with screw base 1 23 Fixture controlled by other sensor 1
24 parking offices-restroom Compact Fluorescent with screw base 1 23 Switch OCC Sensor 1
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25 parking offices-small room 4', 2 lamp HP T8 (28W, BF≤0.85) 1 43 Switch OCC Sensor 1
26 parking offices-Big room 4', 2 lamp HP T8 (28W, BF≤0.85) 4 43 Switch OCC Sensor 1
27 parking offices-Big room 4', 2 lamp HP T8 (28W, BF≤0.85) 2 43 Fixture controlled by other sensor 1
28 parking offices-2nd office 4', 2 lamp HP T8 (28W, BF≤0.85) 2 43 Switch OCC Sensor 1
29 parking offices-hall 4', 2 lamp HP T8 (28W, BF≤0.85) 3 43
30 Ticket room 4', 2 lamp HP T8 (28W, BF≤0.85) 2 43 Fixture OCC Sensor 1
31 Blueprint room 4', 2 lamp HP T8 (28W, BF≤0.85) 1 43 Fixture OCC Sensor 1
32 Stairs 4', 2 lamp HP T8 (28W, BF≤0.85) 1 43
33 Maintenance shop 4', 4 lamp HP T8 (28W, BF≤0.85) 5 83
34 Tool room 4', 2 lamp HP T8 (28W, BF≤0.85) 4 43 Switch OCC Sensor 1
35 Breakroom 4', 2 lamp HP T8 (28W, BF≤0.85) 2 43 Switch OCC Sensor 1
36 Breakroom 4', 4 lamp HP T8 (28W, BF≤0.85) 1 83 Fixture controlled by other sensor 1
37 Washroom 4', 4 lamp HP T8 (28W, BF≤0.85) 1 83 Switch OCC Sensor 1
38 Employee restroom 4', 2 lamp HP T8 (28W, BF≤0.85) w/reflector 1 43 Switch OCC Sensor 1
39 Old phone room Compact Fluorescent with screw base 7 13 Switch OCC Sensor 1
40 Show office 4', 2 lamp HP T8 (28W, BF≤0.85) w/reflector 3 43 Switch OCC Sensor 1
41 Show office-small 4', 2 lamp HP T8 (28W, BF≤0.85) w/reflector 1 43 Switch OCC Sensor 1
42 First Aid room 4', 2 lamp HP T8 (28W, BF≤0.85) 1 43 Switch OCC Sensor 1
43 Marine Drive Entry Compact Fluorescent with screw base 34 20
44 RR Womans AB Hall 4', 2 lamp HP T8 (28W, BF≤0.85) 12 43 Switch OCC Sensor 1
45 RR Mens AB Hall 4', 2 lamp HP T8 (28W, BF≤0.85) 11 43 Switch OCC Sensor 1
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