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DOCUMENT REVISIONS 

Two (2) drawing as below were erroneously omitted from Attachment A in Addendum #4. 
 
Please  substitute  the  revised  documents  listed  below  and  provided  as  Attachment  A  for  the  corresponding 
documents in the original Bid Packet. 
 
Sheet E0.01  
Sheet E9.01 
 
 
 
All other terms, conditions and requirements of the RFB remain in full force. 

 

 

 

 

 

 

 

 

Issued        April 4, 2012      Josh Lipscomb           
        Josh Lipscomb ‐ Project Manger 
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Room Distribution Equipment ID Quantity
ANSI 

Class B0.5
ANSI 

Class B1.8 3-phase 1-phase
Alerton HVAC 

(LAN)

Alerton Field 
Panel 

(BacNet)
Location 
(Room)

Detail 
Reference

Load
Add

Load
Deduct Kitchen Concessions Mechanical C Hall

C Meeting 
Rooms/Lobby C Prefunction

Oregon 
Ballroom/

Lobby

Portland 
Ballroom/

Lobby Base Bid
Alternate 

Bid # Notes

6 X 6 X 1214 1/E9.01 X X X DB for P-1, P-2, P-3, P-4, P-5, P-8
X X X Use VFD output data for P-6, P-7, P-9

Electrical Room 1831 HO1 1 X 2 X 1831 1/E9.01 X X 4 Circuits: 32,34,36 (60A); 38,40,42 (60A)

Electrical Room 1682 HO3 1 X 2 X 1682 1/E9.01 X X 4 Circuits: 32,34,36 (60A); 38,40,42 (60A)

LCB2 1 X 1 X See Notes 1/E9.01 X X X Tie meter to existing Alerton field panel
LC2BA 1 X 1 X See Notes 1/E9.01 X X X Tie meter to existing Alerton field panel

Concessions Storage LCS3 1 X 1 X See Notes 1/E9.01 X X X Tie meter to existing Alerton field panel

IDF Room 1131 LQ 1 X 1 2 X 1131 2/E9.01 X X X Circuits: 1,3 (20A)

HPJ 2 X 2 X 1131 2/E9.01 X X X DB for Fetco 72, Fetco 72
LPJ 4 X 4 X 1131 2/E9.01 X X X DB for LKA, LKB, Comp Rack, Tilt Skillet

LR 1 X 2 X 1158 2/E9.01 X X 3 Circuits: 32,34,36 (100A)
LR 1 X 2 X 1158 2/E9.01 X X 1 Circuits: 38,40,42 (100A)

HPF 2 X 2 X 1158 2/E9.01 X X X DB for Dishwasher, Booster Heater
LPF 5 X 5 X 1158 2/E9.01 X X X DB for LKC, LKD, LKE, LKF, BCA STYR
HG 1 X 5 X 1158 2/E9.01 X X X Circuits: 2,8,10,9,11 (20A)

HPC 1 X 1 X 1178 2/E9.01 X X X DB for Coffee Shop #1
LPC 1 X 1 X 1178 2/E9.01 X X X DB for LCS2

3 X 3 X 1181 2/E9.01 X X X DB for LCB1A, LCB1, LCS1
2 X 2 X 1181 2/E9.01 X X X DB for LDA, LDB

HPD 5 X 5 X 1181 2/E9.01 X X 1 DB for BD, HDI, LPD, HE, HD2
HE 1 X 2 X 1181 2/E9.01 X X 1 Circuit: 25,27,29; 32,34,36 (20A)
HM 1 X 1 X 1181 2/E9.01 X X X Circuit: 3 (20A)
LDA 1 X 3 X 1181 2/E9.01 X 1 Circuits: 2,4,6 (20A)

1 X 1 X 1181 2/E9.01 X X Circuits: 8,10,12 (100A)
1 X 1 X 1181 2/E9.01 X X 2 Circuits: 19,21,23 (40A)
2 X 11 X 1181 2/E9.01 X X 2 Circuits: 7,8,9,10,12,13,15,38 (20A)

BC STYR 1 X 1 X X X Feeder breaker in LDA (100A)

HPE 4 X 4 X Telco IDF6 2/E9.01 X X 1 DB for BD, XPE, HI, HEI
LPE 2 X 2 X Telco IDF6 2/E9.01 X X X DB for LE15, LEA
LE12 3 X 2 8 X Telco IDF6 2/E9.01 X X X Circuits: 2,4,6,8,10,14, 24,26, (20A) 18,20,22 36,38,40  (30A 3P)

HI 1 X 1 X Telco IDF6 2/E9.01 X X X Circuits: 37,39,41 (30A)

1 X 1 X 1214 1/E9.01 X X X DB for MCC-H
1214 X X X Use VFD output data for CH-1, CH-2, CH-3, CH-4

MSB 1 X 1 X 1214 1/E9.01 X X X DB for MCC-E

LPQ 1 X 1 X 1843 1/E9.01 X X X DB for Panel LK5
LPQ 1 X 1 X 1843 1/E9.01 X X X DB for Panel LK3

A 1 X 1 X 1843 1/E9.01 X X X Feeder for Panel A (Coffee Shop #2)/Link to meter for LK3

Electrical Room 1884 LPS 1 X 1 X 1884 1/E9.01 X X X DB for Panel LS3

Mechanical 3007 MCC-A 1 X 1 X 3006 1/E9.01 X X X DB for Orbit Café Exhaust Fan

LH 2 X 1 5 X 4001 1/E9.01 X X 3 Circuits: 2,4,31,33,35 (20A); 32,34,36 (30A)
LHA 2 X 1 4 X 4001 1/E9.01 X X 3 Circuits: 12,15,16,17 (20A); 11,13,15 (30A)

Electrical Room 3028B LHB 1 X 3 X 4001 1/E9.01 X X 3 Circuits: 9,17,19 (20A)

HPG 1 X 1 X 1158 2/E9.01 X X DB for LPG
HK 1 X 1 X 1158 2/E9.01 X 3 Circuits: 1 (20A)

LI 1 X 5 X 4010 1/E9.01 X X 3 Circuits: 2,4,6,7,40 (20A)
LIB 1 X 4 X 4010 1/E9.01 X X 3 Circuits: 9,11,13,15 (20A)
LIA 1 X 1 5 X 4010 1/E9.01 X X 3 Circuits: 11,13,15 (30A); 8,10,12,27,29 (20A)

Electrical Room 3069 HPI 1 X 3 X 4001 1/E9.01 X X 3 DB for Posi-lock OBR (Corridor)

2 X 2 X 3096 1/E9.01 X X X 1,2 DB for AH-13
1 X 1 X 3096 1/E9.01 X X X DB for EF (Dragon Café)  
6 X 6 X 3096 1/E9.01 X X X DB for AH-1, AH-2

MCC-E 4 X 4 X 3106 1/E9.01 X X DB for CT-1, CT-2, CT-3, CT-4
MCC-C 6 X 6 X 3106 1/E9.01 X X X DB for AH-3, AH-4

A.V. Room 3545 LAV 1 X 3 X 3548 1/E9.01 X X 4 Circuits: 13 (20A)

Electrical Room 3548 LPPA 2 X 2 X 3548 1/E9.01 X X 4 DB for LPA1, LPA2

Electrical Room 3536 ELB1 1 X 5 X 3536 1/E9.01 X X 4 Circuits: 1,3,5,7,9 (20A)

EHPR 1 X 1 X 3950 1/E9.01 X X X DB for AHU-63
HR4 1 X 1 X 3950 1/E9.01 X X 4 Circuits: 37,39,41 (40A)

Storage Room 3940 E-Hall South Busway 2 X 2 X 3941 1/E9.01 X X 4 Feeders for WH-6, TLFAA1

MCC-G 5 X 5 X 4001 1/E9.01 X X 3 DB for AH-17, AH-19, AH-21
1 X 3 X 4001 1/E9.01 X X 3 (3) 1P Circuit Breakers TBD
1 X 6 X 4001 1/E9.01 X X 2 (6) 3P Circuit Breakers TBD

2 X 2 X 4010 1/E9.01 X X 1 DB for AH-22
5 X 5 X 4010 1/E9.01 X X 3 DB for AH-16, AH-18, AH-20 
6 X 6 X 4010 1/E9.01 X X X DB for AH-26, EF-1, EF-2, EF-3
1 X 3 X 4010 1/E9.01 X X 3 Circuits: 8,10,11 (20A)
1 X 6 X 4010 1/E9.01 X X 2 Circuits: 1,3,5,2,4,6 (20A)

Mech Room 4510

2 X 2 X 5000 1/E9.01 X X 4 DB for TDP3, TLPPA
1 X 1 X 5000 1/E9.01 X X 2 DB for 200A Posi-locks

HPAA 1 X 1 X 5000 1/E9.01 X X 4 Circuits: 14,16,18 (200A)
2 X 2 X 5000 1/E9.01 X X 2 DB for 200A Posi-lock
1 X 1 X 5000 1/E9.01 X X 4 DB for TLPPB

HPBA 2 X 2 X 5000 1/E9.01 X X 2 Circuits: 20,22,24 (200A); 26,28,30 (200A)
HPAB 5 X 38 X 5000 3/E9.01 X X 4 Circuits: 2,4,6,8,10,12,14,16,20,22,3,5,7,9,11,13,27,33,38 (20A);  See Note #1
LPAA 2 X 4 3 X 5000 3/E9.01 X X 4 Circuits: 20-22-24, 26-28-30, 32,-34-36, 38-40-42 (30A); 8,10,12 (20A);  See Note #1
LPBA 2 X 4 1 X 5000 1/E9.01 X X 2 Circuits: 20,22,24; 26,28,30; 32,34,36; 38,40,42 (30A)

ELA3 1 X 1 X 5000 1/E9.01 X X 4 70A/3P breaker for DP4

Abbreviations Notes
DB Distribution Breaker 1.  Use strip type CT's with multi-input power monitor
MCC Motor Control Center

MCC-F

LIC

HPPA

HPPB

LPD

LHC

LDB

MSA

MCC-B

Electrical Room 1160

Electrical Room 1179

Electrical Room 1182

Electrical Room 1191

Main Electrical 1215

Electrical Platform 3960

Mech Room 4010

Mech Mezz #2 (Mech 5000)

Electrical Room 1843

Electric Room 3028A

Electrical Room 3050

Electrical Room 3055C

Mechanical 3096

Electrical Room 4001

Mech Mezz 3106

Oregon Convention Center - Submetering Matrix

Chiller Room 1214

Concessions 1100

Electrical Room 1131A

IDF Room 1158

Category
Current 

Transformers (Sets) Interface to Alerton System

MCC-H

Meter

See Notes

See Notes
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